
General Environmental Incident Summary
Incident: 8155

Submitted By Info: Andy  McDonald

Notice: 7/11/2019 1615

Received By Info:  

110 Schoenef Dr. SW

#110

Pierz  MN  56364

Near. Occupied Bldg: 50  Feet

Type of Incident: Mineral Oil Spill from Transformer

Volume of Release: 80  gallons

Contaminant: Mineral Oil (non-PCB) 

Cause of Incident:

The responsible party crashed his vehicle into our padmount transformer and the majority of the oil 
leaked onto the adjacent gravel parking lot. A police report has been filed, see case # 19-12900.

Risk Evaluation:

None

Potential Env. Impacts:

None, other than the soil that was removed from the site.

Action Taken/Planned:

The oil was contained to approximately a 50' x 60' area in the gravel parking lot. 

Wastes Disposal Location:

Clean Harbors, near Sawyer, ND

Contact Info:  

Responsible Party: Roger Larson

Occurred: 7/11/2019 0230

County: Burleigh

Twp Rng Sec Qtr: 138 80 2

Location Description: 3500 Apple Creek Rd.
Bismarck, ND 58504

  

Duration of Release:   

EPA Extremely 
Hazardous Substance: No

Number of Fatalities: 0

Number of Injuries: 0

Affected Medium: 03 - soil

DEM Incident No: No Further Action:

Lat Long + Method: 46.79705 -100.73690 Interpolation from map

400 N Fourth St.

Bismarck  ND  

Release Contained: Yes

Agriculture Related: No

Reported to NRC: No

Other Agencies Involved:

Local Law Enforcement
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Updates

Date: 7/17/2019 Status: Reviewed - Follow-up Required

Author: O'Gorman, Brian

Notes:

According to the report, 80 gallons of transformer oil (non-PCB) was released from a transformer.  
Further follow-up needed.

Updated Volume:  None at the time of this update

Date: 7/17/2019 Status: Correspondence

Author: O'Gorman, Brian

Notes:

Received several emails from the MDU contact with photos to show the incident location and 
cleanup of the site.  Photos appear to show a complete cleanup of the area.  Awaiting photo of 
transformer and non-PCB label.  More follow-up needed.  Photos and emails added to the incident 
folder.

Updated Volume:  None at the time of this update

Date: 7/25/2019 Status: Correspondence

Author: Striebel, Ivana

Notes:

7/25/2019 - added a photo to the incident folder. This photo shows the name plate of the transformer 
and indicates that this is a non-PCB transformer release.  Further action needed.

Updated Volume:  None at the time of this update

Date: 2/9/2021 Status: Correspondence - More Follow-up Required

Author: Suess, Bill

Notes:

This spill involves non-PCB mineral oil.  The Spill Investigation Program will retain oversight.

Updated Volume:  None at the time of this update

Date: 3/4/2021 Status: Inspection - No Action Required

Author: Suess, Bill

Notes:

Inspected the site on 3/4/2021.  The area around the transformer has been scraped up and no signs 
of impacts were observed.  No further action is warranted.

Updated Volume:  None at the time of this update
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